commerce.wi.gov

iIsconsin

Department of Commerce

DETAILED

FIRE INSPECTION REPORT FORM

LOCATION (Legal Address)

HEIGHT

CONSTRUCTION

NAME OF BUSINESS

DATE OF INSPECTION

MAILING CITY
VIOLATIONS REQUIRING CORRECTIVE ACTIONS ARE MARKED BELOW [Pursuant to §Comm 14.004 Wis. Adm. Code, the department has adopted
NFPA 1, Fire Prevention Code — 2000, subject to the modifications specified in §Comm 14.004 Wis Adm. Code. All references below contain the citation
to the applicable section of the Administrative Code and/or the citation to NFPA 1, Fire Prevention Code — 2000.]

ZIP CODE

COMPLIANCE DATE:
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Open Flame Devices or Light (14.03)
Open Top/Sides
Use Not to Code
Fire Drills (*NFPA 1:3-2)
Smoking (*NFPA 1:3-3)
Open Burning (14.03)
No Permit
Out of Hours
lllegal Container
Too Close to Building
Storage of Hot Ashes (14.03)
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Spontaneous Ignition Materials (14.03)

Charcoal Burners (*NFPA 1:3-4.7)
LP-Gas Cylinders/Grills (*NFPA 1:3-4.8)
Fire Lanes (14.03)

Dilapidated or Vacant Buildings (14. 03)

Dangerous Conditions
Improper Maintenance
Other

Combustible or Nuisance Vegetation
(14.03)

Outdoor Events/Carnivals/Fairs
(*NFPA 1:3-10)

Means of Egress System-Exiting
(14.04 & Comm 61-65)
Excessive Capacity
Insufficient # of Exits
Incorrect Dimensions
Blocked or Locked
Wrong Type or Location
Hardware
No Handrail
Exit Not llluminated
llluminated Exit Sign
Exit Sign Out or Turned Off
Aisles or Stairs
Fire Escapes
Rescue Platforms
Use or Operation
Improper Maintenance
Emergency Lighting
Furnish/Decorations
Gates/Barriers

Isolations/Enclosures (Comm 61-65)
None/Incomplete
Door Not to Code
Opening Unprotected
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Fire Doors (*NFPA 1:5-4 & Comm 61-65)

Blocked/Inoperative
No Closing Device
Improper Maintenance
Missing
Fire Dampers (14.05)
Missing Fire Damper
Improper Maintenance
Interior Finishes-Permanently Installed |
Buildings & Structures (Comm 61-65)
Furnishings, Contents-Upholstered
Furniture, Mattresses, Draperies,
Curtains, Other Loosely Hanging
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Materials-Fabrics-Films, Bedding, Treated

Finishes, Decorations, Scenery, Artwork
& Teaching Materials, Clothing &

Personal Effects, Flame Resistant, Flame

Proofing (*NFPA 1:Chapter 8 Specific
Occupancy Use Operating Features)
Electricity (14.06)

Overloaded

Defective

Extension Cords/Power Taps
Heating Equipment (14.06)

Chimney Maintenance

Heating Appliance

Portable Unvented Heater
Smoke Exhaust Pipes (14.06)

Use or Maintenance

No Thimble

Combustibles Too Close

Sealed in Chimney
Emergency Generators (14.06)

Operation/Maintenance
Sprinklers (14.07 & NFPA 25)

Defective Heads

Incomplete Coverage

Storage Too Close to Head

No FD Connection/Inaccessible

Not Immediately Repaired
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Standpipes & Hose Cabinets (14.07 & NFPA 25)

Threads/Hose
Repair/Other

Fire Alarm/Fire Detection Systems (14.07
No Required System Installed (IBC:907)
Incomplete/Inadequate
Defective
Maintenance

*14.004 precedes all NFPA 1 references and must be cited with the NFPA 1 reference.
SECTION 101.14 of the Wisconsin Statutes constitutes every Fire Chief a deputy of the Wisconsin Department of Commerce, and requires the chief
or the appointed inspectors to make inspections periodically for the purpose of ascertaining and causing to be corrected any conditions liable to cause
fire, or any violation of any law or local ordinance relating to fire hazards or prevention of fires.
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26. Fire Extinguishers (14.07 & NFPA 10)

Recharge A
Mounting B
Repair or Test C
Inadequate/Wrong Type D
27.Storage of Combustible Materials (*NFPA 1:8-15)
Clearances A
Storage B

28.Housekeeping (*NFPA 1:12)
Area/Yards/Building
29.Combustible Refuse, Waste and Fibers (*NFPAl 12)

Not Removed Daily/Excessive A
Storage/Disposal B
Other

30.Commercial Cooking Equipment (*NFPA 1: 13)
Use or operation

Maintenance B
31.Dust Explosion Prevention (*NFPA 1:15)
Use/Maintenance

32.Fireworks (14.16 & *NFPA 1:16)

33.Explosives/not fireworks (Comm 7)
Improper Storage

34.Flammable Liquids (Comm 10 & NFPA 30)

Improper Storage A
No Safety Can B
Too Close to Heat C
Improper Dispensing D
35.Paint Spraying (Comm 10 & NFPA 33)
No Vent A
No Spray Booth or inadequate B
No Fire Protection C
Other D
36.Welding and Cutting Hot Work Operations
(*NFPA 1:18)
Fire Curtain/Extinguisher A
Too Close to Combustibles B
Improper Cylinder Storage C

37.Chemicals (*NFPA 1:20)
38.Liquefied Petroleum Gas
(Comm 40 & NFPA 58)
39.Firesafety during Construction
(*NFPA 1:29)
40.Firesafety during Demolition
(*NFPA 1:29)
41.Temporary Membrane Structures/Tents
(14:31)
42.0ther Violations -- REMARKS Below

REMARKS - A COPY OF THIS NOTICE WILL BE ON FILE IN THE OFFICE OF THE FIRE INSPECTOR FOR FURTHER ACTION

Personal information you provide may be used for secondary purposes [Privacy Law, s. 15.04 (1)(m)].

OWNER/AGENT/MANAGER REPRESENTATIVE

INSPECTING OFFICER/FIRE DEPARTMENT

SBD-10615a (R.5/05)

Wisconsin Department of Commerce, Safety and Buildings Division




